Facility Summary in Pondera County in the City of Brady

Location: MOUNTAIN VIEW COOP BRADY
102 Railroad St N
Brady, MT 59416 Pondera

Facility Code: 26390
Last Inspected On: 06/21/2022

System Facility ID:37-04241 Operating Permit Renewal Date: 08/04/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Mountain View Coop Black Eagle 4064535900
Operator Contact: David Douglas
Owner/Operator: Mountain View Coop Black Eagle
David Douglas, UST Class A Operator
David Douglas, UST Class B Global Operator
Jeremy Kulpas, UST Class B Global Operator
LSSt Sil Tank Age 25 EZ?: i fe 11/01/1997 Tank Material Unknown Piping Material Flexible Plastic Overfill Types
”””””””””””””” o .o Pipinglnstalled ~ Tank  Piping oo e o
Tag Number 2142 Spill Test Date Date Construction Construction Double Walled AST Yes
Currently in Sump Tightness Catastrophic L.D  Mechanical Line . .
Tank Status Use MLLD Test Date 06/03/2022 Test Date 07/07/2013 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types
. . . n Continuous
. Tank/Piping CP Primary Tank Primary Pipe -
Product Gasoline PLLD Test Date Test Date L eak Detection Detection Inter_'stlt[al Vapor Recovery No
Monitoring
. Line Tightness Secondary Tank Secondary Pipe
Capacity 17000 ATG Test Date 06/21/2022 Test Date 03/02/2020 Leek Dacsiion Detection Energy Act No
Vaporless
Overfill Test Date ATG Type Manufacturing/Va
porless LD-2000
LSSt S12 Tank Age 25 EZ?: i fe 11/01/1997 Tank Material Unknown Piping Material Flexible Plastic Overfill Types
”””””””””””””” o ... Pipinglnstalled ~ Tank  Piping Lo e
Tag Number 2143 Spill Test Date Date ConeiEiem SonSTEiem Double Walled AST Yes
Currently in Sump Tightness Catastrophic L.D  Mechanical Line . .
Tank Status Use MLLD Test Date 06/03/2022 Test Date 07/07/2013 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types
L . . . Continuous
Product Gasoline PLLD Test Date VL= pllug) € PUIELY Tan.k Prlmary Rl Interstitial Vapor Recovery No
Test Date Leak Detection Detection S
Monitoring
Capacity 17000 ATG Test Date  06/21/2022  Lin€ Tightness /55000 Serhlly Talils Seeaialy Py Energy Act No
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Test Date

Leak Detection

Detection
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Vaporless
Overfill Test Date ATG Type Manufacturing/Va
porless LD-2000

Tank Code S13 Tank Installed

Tank Age 25 Date 11/01/1997 Tank Material Unknown Piping Material Flexible Plastic Overfill Types
******************** ITetoae  Ppingnstaled  Tak  Pipng e ast ve
Tag Number 2144 Spill Test Date Date Construction Construction Double Walled AST Yes

Currently in Sump Tightness Catastrophic L.D  Mechanical Line . .
Tank Status Use MLLD Test Date 06/03/2022 Test Date 07/07/2013 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types
. . . . Continuous
. Tank/Piping CP Primary Tank Primary Pipe -
Product Diesel, Dyed PLLD Test Date Test Date Leak Detection Detection Inter_stlt[al Vapor Recovery No
Monitoring
: Line Tightness Secondary Tank Secondary Pipe
Capacity 12000 ATG Test Date 06/21/2022 Test Date 03/02/2020 Leak Detection Detection Energy Act No
Vaporless
Overfill Test Date ATG Type Manufacturing/Va
porless LD-2000
Tank Code S14 Tank Age 25 E";‘: Tnsilze 11/01/1997 Tank Material Unknown Piping Material Flexible Plastic Overfill Types
””””””””””””””” o . Pipinglnstalled ~ Tank  Piping oo
Tag Number 2145 Spill Test Date Date Construction Construction Double Walled AST Yes
Currently in Sump Tightness Catastrophic L.D  Mechanical Line A }
Tank Status Use MLLD Test Date 06/03/2022 Test Date 07/07/2013 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types
. . . . Continuous
Tank/Piping CP Primary Tank Primary Pipe -
Product Diesel PLLD Test Date Test Date Leak Detection Detection Inter_stlt[al Vapor Recovery No
Monitoring
: Line Tightness Secondary Tank Secondary Pipe
Capacity 5000 ATG Test Date 06/21/2022 Test Date 03/02/2020 Leak Detection Detection Energy Act No
Vaporless
Overfill Test Date ATG Type Manufacturing/Va
porless LD-2000
Facility Summary in Pondera County in the City of Conrad
Location: MOUNTAIN VIEW COOP CONRAD Facility Code: 26344
19 S Main St Last Inspected On: 11/02/2020
Conrad, MT 59425-1828 Pondera System Facility 1D:37-01649 Operating Permit Renewal Date: 01/06/2024
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: Mountain View Coop Black Eagle 4064535900
Operator Contact: Dave Douglas;Jeremy Kulpas 4062785524;4067506748

Owner/Operator: Mountain View Coop Black Eagle
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Dave Douglas, UST Class A Operator
Jeremy Kulpas, UST Class A Operator
Jeremy Kulpas, UST Class B Global Operator
Jeremy Kulpas, UST Class B Operator

07/09/2020

07/09/2020

Report Created: 11/1/2022

07/06/2020

07/06/2020

07/08/2020

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Continuous
Interstitial

Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
450;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Continuous
Interstitial
Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
450;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Continuous
Interstitial
Monitoring

Automatic Tank
Gauging 0.2
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Continuous
Interstitial No
Monitoring

Flexible Plastic Flapper Valve

Continuous
Interstitial No
Monitoring

Flexible Plastic Flapper Valve

Continuous
Interstitial No
Monitoring

ELLD 0.2 Yes
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07/09/2020

07/09/2020

07/09/2020

07/06/2020

07/06/2020

07/06/2020

07/08/2020

Gilbarco-Veeder
ROOt/TLS-
450;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Continuous
Interstitial
Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
450;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Continuous
Interstitial
Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
450;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Continuous
Interstitial
Monitoring

Automatic Tank
Gauging 0.2
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Flexible Plastic Flapper Valve

Continuous
Interstitial No
Monitoring

Flexible Plastic Flapper Valve

Continuous
Interstitial No
Monitoring

Flexible Plastic Flapper Valve

Continuous
Interstitial No
Monitoring

ELLD 0.2 Yes



Gilbarco-Veeder

Root/TLS-
Overfill Test Date 07/09/2020 ATG Type 450;Veeder
Root/8484 Series
PLLD
Tank Code 19 Tank Installed . Fiberglass . . . . .
Tank Age 2 Date 07/06/2020 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve
n Piping Installed Tank K Piping
L . sl Testbaie 0709020 pae” CHIOEOED  comstruction PRI conswucon  PebieWaled AST SR
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . ) .
Tank Status Use MLLD Test Date Test Date 06/25/2020 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. n Continuous . . Continuous
. Tank/Piping CP Primary Tank o Primary Pipe -
Product Diesel PLLD Test Date - Interstitial : Interstitial Vapor Recovery No
Test Date Leak Detection Monitoring Detection Monitoring
. Line Tightness Secondary Tank  Automatic Tank  Secondary Pipe
Capacity 6000 ATG Test Date Test Date 07/08/2020 Leak Detection Gauging 0.2 Detection ELLD 0.2 Energy Act Yes
Gilbarco-Veeder
Root/TLS-
Overfill Test Date 07/09/2020 ATG Type 450;Veeder
Root/8484 Series
PLLD

Facility Summary in Pondera County in the City of Conrad

Location: TOWN PUMP INC CONRAD
215 N Main St
Conrad, MT 59425-1628 Pondera

Facility Code: 26453
Last Inspected On: 12/16/2021

System Facility ID:37-08692 Operating Permit Renewal Date: 04/01/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Conrad 1 Town Pump LLC 4064976700
Operator Contact: Trent Biggers
Owner/Operator: Conrad 1 Town Pump LLC
Trent Biggers, UST Class A Operator
Trent Biggers, UST Class B Global Operator
Tank Code | oo ] Tank Installed oo o N Cathodically | I Fiberglass |~ - e
Tank Age 39 Date 08/30/1983 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Ball Float Valve
. Piping Installed Tank Piping
Tag Number 2584 Spill Test Date 07/26/2021 Date ConeiEiem SonSTEiem None AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . Impressed
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
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- " Statistical 5 n Statistical
Product Gasoline PLLD Test Date 07/29/2022 Egtkg;?éng €p 07/26/2021 E;gllagétzac?ilgn Inventory E:—:!tne]gtri){) E'pe Inventory Vapor Recovery No
Reconciliation Reconciliation
5 Line Tightness Secondary Tank Secondary Pipe
D | ATGTestbate  OW2Y02022  Testpate OreSiZ008  LeakDetection Detection” .
- Gilbarco-Veeder

Overfill Test Date  07/26/2021 ATG Type ROOUTLS-350

Tank Code 02 . . Ball Float
Tank Installed . Cathodically - : Fiberglass q .

Tank Age 39 Date 08/30/1983 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types xg:xg,Flapper
””””””””””””””” o o ...  Pipinglnstaled Tank  Piping . e
Tag Number 2585 Spill Test Date 03/16/2022 Date - oS T None AST No

Currently in Sump Tightness Catastrophic L.D  Electronic Line A . Impressed
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
- n Statistical n n Statistical
Product Gasoline PLLD Test Date 07/29/2022 Ve Pl 07/26/2021 LR Tan'k Inventory Prlmar_y e Inventory Vapor Recovery No
Test Date Leak Detection S Detection -
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Reconciliation | Reconciliation [N
n Line Tightness Secondary Tank Secondary Pipe
Capacity 12000 ATG Test Date 07/29/2022 Test Date 07/29/2006 Leak Detection Detection Energy Act No
. Gilbarco-Veeder

Overfill Test Date 07/26/2021 ATG Type ROOYTLS-350
Tank Code 03 Tank Installed . Cathodically - - Fiberglass .

Tank Age 39 Date 08/30/1983 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve

. Piping Installed Tank Piping
| el Spil Testbaie 09102022 pate Construction Construction  Pouniealed - AST oo
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . Impressed
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
. . Statistical n . Statistical
. Tank/Piping CP Primary Tank Primary Pipe

Product Diesel PLLD Test Date 07/29/2022 07/26/2021 x Inventory ; Inventory Vapor Recovery No

Test Date Leak Detection Reconciliation Detection Reconciliation

. : . Continuous

Capacity 12000 ATG Test Date 07/29/2022 L2 M 11253 07/30/2006 SEHIC Y '!'ank Secon;lary e Interstitial Energy Act No

Test Date Leak Detection Detection P

Monitoring
. Gilbarco-Veeder

Overfill Test Date 07/26/2021 ATG Type ROOYTLS-350

Tank Code 04 . . Ball Float
Tank Installed ; Cathodically f ; Fiberglass q .

Tank Age 36 Date 08/30/1986 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types x::xg,Flapper
””””””””””””””” o ...  Pipinglnstaled ~ Tank  Piping . e
Tag Number 2587 Spill Test Date 03/16/2022 Date ConeiEien SonSTEiem None AST No

Currently in Sump Tightness Catastrophic L.D  Electronic Line - . Impressed
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
Amy 5 Statistical . . Statistical
Product Gasoline PLLD Test Date 07/29/2022 $:2tkg3;i);ng € 07/26/2021 E;Qalg)ét?cut]ilgn Inventory gg{gg{%g'pe Inventory Vapor Recovery No
Reconciliation Reconciliation
Capacity 12000 ATG Test Date  07/20/2022  in€ Tightness 0515006 SRR TEls SEEEEE P Energy Act No
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Test Date

Leak Detection

Detection
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Overfill Test Date

ATG Type

Gilbarco-Veeder

Root/TLS-350
Tank Code 05 Tank Installed - Fiberglass . . Fiberglass .
Tank Age 34 Date 07/01/1988 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Flapper Valve
. Piping Installed Tank Piping
Tag Number 2588 Spill Test Date 03/16/2022 Date - oS TEien Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
Amy ; Statistical . . Statistical
Product Diesel PLLD Test Date 07/29/2022 $22tk{§;$;ng ap 12/03/2009 Eég](aéitzi?ilgn Inventory ngg{%slpe Inventory Vapor Recovery No
Reconciliation Reconciliation
g ] : Continuous
- Line Tightness Secondary Tank Secondary Pipe -
Capacity 12000 ATG Test Date 07/29/2022 Test Date 10/26/2006 Leak Detection Detection Inter:stltl_al Energy Act No
Monitoring
: Gilbarco-Veeder
Overfill Test Date 07/26/2021 ATG Type ROOUTLS-350
Tank Code 08 Tank Installed . Fiberglass A ; : : q
Tank Age 23 Date 09/01/1999 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Ball Float Valve
. Piping Installed Tank Piping
Tag Number 4151 Spill Test Date 03/16/2022 Date 04/16/2014 - Double-Walled oS TEien Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
Amy ; Statistical . . Continuous
Product Diesel PLLD Test Date 07/29/2022 $22tk{§;$;ng ap 12/03/2009 Eég](aéitzi?ilgn Inventory ngg{%slpe Interstitial Vapor Recovery No
Reconciliation Monitoring
g ] Continuous : Statistical
Capacity 10000 ATG Test Date  07/29/2022 #'e"s": E‘gtgt”ess 10/30/2006 fg’;‘(’ ’I‘Ddeigggﬂk Interstitial gg‘t’gc”t‘ijoar:y Pipe | ventory Energy Act No
Monitoring Reconciliation
: Gilbarco-Veeder
Overfill Test Date 07/26/2021 ATG Type ROOUTLS-350
Tank Code 09 ) Ball Float
Tank Installed - Fiberglass - . . ) . .
Tank Age 23 Date 09/01/1999 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types x::xg,Flapper
TagNumber 4152 | Spill Test Date  o7izeropr  FPN@nstalled oy 0p0y,  Tank oo yaeg  PiRnG DoubleWaled  AST N
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
- " Statistical ; 8 Continuous
Product Diesel PLLD Test Date 07/29/2022 Egtkg;?éng €p 12/03/2009 E;gllagétzac?ilgn Inventory E:—:!tne]gtri){) E'pe Interstitial Vapor Recovery No
Reconciliation Monitoring
. . Continuous . Statistical
Capacity 5000 ATG TestDate  07/20/2022 e TONENESS = 10/30/2006 pecondary Tank  ntersiital pecondary BIPe  jnventory Energy Act No
Monitoring Reconciliation
. Gilbarco-Veeder
Overfill Test Date 07/26/2021 ATG Type ROOUTLS-350
VS ERe 10 Tank Age 8 [ 07/01/2014 Tank Material Fiberglass Piping Material Fiberglass Overfill Types Flapper Valve
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Date

Reinforced Plastic
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n Piping Installed Tank K Piping
Tag Number 5495 Spill Test Date 07/26/2021 Date 04/16/2014 Construction Double-Walled Construction Double Walled No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . : .
Tank Status Use MLLD Test Date Test Date 07/21/2014 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. n Continuous ; . Continuous
. Tank/Piping CP Primary Tank o Primary Pipe -
Product Gasoline PLLD Test Date 07/29/2022 - Interstitial ; Interstitial Vapor Recovery No
Test Date Leak Detection Monitoring Detection Monitoring
. ) Statistical ; Statistical
n Line Tightness Secondary Tank Secondary Pipe
Capacity 8000 ATG Test Date 07/29/2022 - Inventory " Inventory Yes
Test Date Leak Detection Reconciliation R Reconciliation
. Gilbarco-Veeder
Overfill Test Date 11/22/2021 ATG Type ROOYTLS-350
Tank Code 11 Tank Installed . Fiberglass . ; Fiberglass .
Tank Age 8 Date 07/01/2014 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Flapper Valve
n Piping Installed Tank K Piping
Tag Number 5496 Spill Test Date 07/26/2021 Date 04/16/2014 Construction Double-Walled Construction Double Walled No
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . ) .
Tank Status Use MLLD Test Date Test Date 07/21/2014 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. n Continuous ; . Continuous
. Tank/Piping CP Primary Tank o Primary Pipe -
Product Gasoline PLLD Test Date 07/29/2022 - Interstitial ; Interstitial Vapor Recovery No
Test Date Leak Detection Monitoring Detection Monitoring
. ) Statistical ; Statistical
n Line Tightness Secondary Tank Secondary Pipe
Capacity 20000 ATG Test Date 07/29/2022 - Inventory " Inventory Yes
Test Date Leak Detection Reconciliation R Reconciliation
. Gilbarco-Veeder
Overfill Test Date 07/26/2021 ATG Type ROOYTLS-350
Tank Code 12 Tank Installed : Fiberglass - . Fiberglass .
Tank Age 8 Date 07/01/2014 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Flapper Valve
n Piping Installed Tank K Piping
Tag Number 5497 Spill Test Date 07/26/2021 Date 04/16/2014 Construction Double-Walled Construction Double Walled No
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . ) .
Tank Status Use MLLD Test Date Test Date 07/21/2014 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. n Continuous ; . Continuous
Tank/Piping CP Primary Tank o Primary Pipe -
Product Diesel PLLD Test Date 07/29/2022 - Interstitial ; Interstitial Vapor Recovery No
Test Date Leak Detection Monitoring Detection Monitoring
: f Statistical . Statistical
Capacity 8000 ATG Test Date 07/29/2022 'II_'Ienset Elgf;tness E:glc() %de?re)é t-li-:::k Inventory gggg;?oa;y alEE Inventory Yes
Reconciliation Reconciliation
Overfill Test Date  07/26/2021 ATG Type Gilbarco-Veeder

Root/TLS-350

Location: HEART BUTTE SCHOOL DIST 1
School Bus Barn Rd
Heart Butte, MT 59448 Pondera

Report Created: 11/1/2022

Facility Summary in Pondera County in the City of Heart Butte

System Facility 1D:37-09353

Facility Code: 26492
Last Inspected On: 07/11/2022
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Operating Permit Renewal Date: 12/28/2025



Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: School Dist 1 Heart Butte 4063382200
Operator Contact: Dewey Skunk Cap
Owner/Operator: School Dist 1 Heart Butte
Dewey Skunk Cap, UST Class A Operator
Nathan Ironheart, UST Class B Operator
Tank Code | 3 ] Tank Installed o cions ek vare I Fiberglass | . Fiberglass o .
Tank Age 36 Date 05/06/1986 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Flapper Valve
Tag Number 1901 Spill Test Date  03/04/2021  FIping Installed UL gl AST No
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D . A ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
I Cocote. DN | TestDate Leak Detection  Gauging0.2  Detection | .
: Line Tightness Secondary Tank Secondary Pipe
Capacity 2000 ATG Test Date 03/22/2022 Test Date Leak Detection Detection Energy Act No
Overfill Test Date  03/04/2021 ATG Type Sllbarco/EMC
Tank Code 04 Tank Installed . Fiberglass A ; f
Tank Age 36 Date 05/06/1986 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Flapper Valve
Tag Number 1902 Spill Test Date  03/04/2021  Fiping Installed UL gl AST No
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D . - .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
I pesel ] . | TestDate Leak Detection  Gauging0.2  Detection | .
: Line Tightness Secondary Tank Secondary Pipe
Capacity 2000 ATG Test Date 03/22/2022 Test Date Leak Detection Detection Energy Act No
Overfill Test Date  03/04/2021 ATG Type Gilbarco/EMC

Basic

Facility Summary in Pondera County in the City of Valier

Location: ONE STOP CENEX
518 Teton
Valier, MT 59486-0000 Pondera

Facility Code: 26371
Last Inspected On: 12/18/2020

System Facility ID:37-03112 Operating Permit Renewal Date: 12/17/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Report Created: 11/1/2022 Page [9] of [12]



Owner Operator Contact: One Stop LLC;Pardeep Kumar 4062793600;4084499333

Operator Contact: Pardeep Kumar;Paul Johnson;Scott Curry 4065050386;4084499333

Owner/Operator: One Stop LLC

Owner/Operator: Pardeep Kumar

Pardeep Kumar, UST Class A Operator

Paul Johnson, UST Class A Operator

Paul Johnson, UST Class B Global Operator
Scott Curry, UST Class A Operator

Scott Curry, UST Class B Global Operator
Scott Curry, UST Class B Operator

Tank Installed

Cathodically

Tank Age 32 Date 03/21/1990 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types Flapper Valve
. Piping Installed Tank Piping
Tag Number 1878 Spill Test Date Date ConsiEien SonSTEiem Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Mechanical Line . . .
Tank Status Use MLLD Test Date 12/18/2020 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
Amy 5 Statistical . . .
Product Gasoline PLLD Test Date VL= pllug) € 03/11/2021 Pl Tan.k Inventory Prlmary e M.LLD Line . Vapor Recovery No
Test Date Leak Detection S Detection Tightness Testing
Reconciliation
. Line Tightness Secondary Tank Secondary Pipe

Capacity 1000 ATG Test Date Test Date 12/18/2020 Leek Dacsiion Detection Energy Act No

Overfill Test Date ATG Type
Tank Code 04 Tank Installed ; Cathodically fef : . ) g

Tank Age 32 Date 03/21/1990 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types Flapper Valve

" Piping Installed Tank Piping
Tag Number 1879 Spill Test Date Date Construction Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D Mechanical Line A . .
Tank Status Use MLLD Test Date 12/18/2020 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
A n Statistical . n :
: Tank/Piping CP Primary Tank Primary Pipe MLLD Line
Product Diesel PLLD Test Date Test Date 03/11/2021 Leak Detection Inventory Detection Tightness Testing Vapor Recovery No
Reconciliation
. Line Tightness Secondary Tank Secondary Pipe

Capacity 1000 ATG Test Date Test Date 12/18/2020 Leak Detection Detection Energy Act No

Overfill Test Date ATG Type
Tank Code 05 Tank Installed . Cathodically - . . . .

Tank Age 32 Date 03/21/1990 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types Flapper Valve
Tag Number 4445 Spill Test Date 06/14/2021 g lusiizle UELTLS Piping Double Walled AST No

Report Created: 11/1/2022

Date

Construction

Construction
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Currently in Sump Tightness Catastrophic L.D Mechanical Line - ! .
Tank Status Use MLLD Test Date 12/18/2020 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. . Statistical . . .
. Tank/Piping CP Primary Tank Primary Pipe MLLD Line
Product Gasoline PLLD Test Date Test Date 03/11/2021 Leak Detection :_\r,lventog_/ _ Detection Tightness Testing Vapor Recovery No
econciliation
Capacity 2000 ATG Test Date Line Tightness 1, /15,5020 SEElilly Telils Skl Py Energy Act No

Test Date Leak Detection Detection

Overfill Test Date ATG Type
Facility Summary in Pondera County in the City of Valier

Location: VALIER CARDLOCK
810 Teton
Valier, MT 59486 Pondera

Facility Code: 30698
Last Inspected On: 03/23/2021

System Facility ID:56-14043 Operating Permit Renewal Date: 03/25/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Ben Taylor Inc

Operator Contact: Scott Curry

Owner/Operator: Ben Taylor Inc

Rita Swanson, UST Class B Operator
Scott Curry, UST Class A Operator

Scott Curry, UST Class B Global Operator
Scott Curry, UST Class B Operator

VS ERe st Tank Age 20 E:?g Ttz 08/19/2002 Tank Material Concrete Piping Material Flexible Plastic Overfill Types
”””””””””””””” - . Pipinglnstalled ~ Tank  Piping oo
| . Date Construction Construction  Powblewaled  AST e
Currently in Sump Tightness Catastrophic L.D  Mechanical Line . .
Tank Status Use MLLD Test Date 05/07/2021 Test Date 04/25/2018 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types
. Tank/Piping CP Primary Tank Primary Pipe MLLD Line
PEEILE! Gasoline FEHD T (B Test Date Leak Detection Detection Tightness Testing VEREIREEIEE R
. . ; Continuous
n Line Tightness Secondary Tank Secondary Pipe -
Capacity 8000 ATG Test Date Test Date 05/07/2021 Leak Detection Detection :\Sllter_stlt[al Energy Act No
onitoring
Vaporless
) Manufacturing/Va
Overfill Test Date ATG Type porless 99LD-
2000
LES(ele s S2 Tank Age 20 Tanklnstalled /14,500, Tank Material  Concrete Piping Material  Flexible Plastic | Overfill Types

Report Created: 11/1/2022

Date
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08/19/2002

08/19/2002

Mechanical Line
Leak Detector

Vaporless
Manufacturing/Va
porless 99LD-
2000

Concrete

Mechanical Line
Leak Detector

Manufacturing/Va
porless 99LD-
2000

Concrete

Mechanical Line
Leak Detector

Manufacturing/Va
porless 99LD-
2000

MLLD Line
Tightness Testing

Continuous
Interstitial
Monitoring

Flexible Plastic

MLLD Line
Tightness Testing

Continuous
Interstitial
Monitoring

Flexible Plastic

MLLD Line
Tightness Testing

Continuous
Interstitial
Monitoring




